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Stucco-Coated Foam 
Shutters and Architectural 
Features 
Introduction  
Wildfire Prepared Home™ Enhanced requires 
noncombustible exterior wall coverings and shutters. Some 
architectural features, including decorative shutters and 
trim, are constructed of foam plastic covered with a 
cementitious or polymer-modified cementitious coating. 

 
Alternate Compliance 
Where the coating or covering does not independently 
qualify as noncombustible, a stucco-coated foam shutter or 
similar architectural feature may be accepted under an 
alternate compliance pathway when all of the following 
conditions are met: 
• The foam is completely covered on all exposed faces and 
edges by a cementitious or polymer-modified cementitious 
coating system. 
• The feature is isolated and does not form a continuous 
horizontal or vertical combustible pathway across the 
exterior wall. 
• The feature is located at least 6 inches above grade, 
decks, roofs, and other horizontal surfaces where embers 
and combustible debris may accumulate. 
• The feature is separated from eaves, soffits, and roof 
overhangs by an area of compliant noncombustible wall 
covering. 
• The product or system has been evaluated in accordance 
with ASTM E2707 or SFM Standard 12-7A-1. 
 
Testing may be based on a representative manufacturer or 
product system and does not need to be performed for 
each individual home. An ASTM E84 flame-spread rating 
alone is not sufficient for this alternate compliance 
pathway. 
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Recommended Documentation  
Product information should identify the foam architectural 
feature and the coating or covering system. Where 
alternate compliance is used, documentation should 
identify the applicable fire test and the product or system 
represented by the test. 
 
Continuous foam wall coverings, EIFS, continuous foam 
bands or cornices, and exposed foam are not included in 
this guidance. 
 
Source: IBHS Wildfire Prepared Home™ Technical 
Standard; ASTM E2707; California SFM Standard 12-7A-1. 
 


